Abstract. This paper investigates the potential of applying an indirect evaporative cooler for heat recovery in air conditioning systems in moderate climates. The counter-flow indirect evaporative heat and mass exchanger is compared with commonly used recuperation unit in terms of achieved energy. The performance analysis of the indirect evaporative exchanger is carried out with original ε-NTU-model considering condensation from treated air. It was found that the indirect evaporative exchanger employed as a heat recovery device, allows to obtain higher performance than conventional recuperator. Additional energy savings potential is related with utilizing the potential of water evaporation to pre-cool the outdoor air. It is also stated that there is a high potential of reusing condensate that forms in product channels of the indirect evaporative exchanger and in the vapour-compression unit and delivering it to the working part of the indirect evaporative exchanger.
Introduction
Nowadays, most of the air-conditioning (AC) systems are based on the conventional mechanical vapour-compression cooling technology which is driven by an electrical energy. Since the major part of the global electricity comes from fossil fuels, it causes the rising awareness of environmental and sustainability issues. One of the alternatives to the mechanical vapour-compression systems is the indirect evaporative cooling (IEC) process, based on the water evaporation [1, 2] .
The IEC heat and mass exchanger in the counter-flow configuration, which is considered in this paper, is made of two types of channels (Fig. 1) . First type of channel is the product channel, where the product airflow is delivered. In the second type of channel, the working channel, channel plates are covered with water which constantly evaporates into the working airflow. The process of evaporation results in decreased temperature of the plate that separates product and working channels, and this, in turn, allows to cool the product airflow which flows through the product channel [3, 4] . Over recent years, the IEC was addressed in various studies in terms of different mathematical modelling, technical configurations or application in the AC systems. For example, Duan et al. [5] designed and tested a counter-flow regenerative evaporative cooling device. It was found that the studied regenerative evaporative cooling device was able to reduce cooling load by 53-100% and electrical energy consumption by 13-58% on annual basis. Porumb et al. [1] used multiannual weather data to compare air-conditioning system based on a conventional electric cooler and one consisted of an indirect evaporative heat exchanger. It was stated that yearly energy consumption of the evaporative cooling system was 80% lower than in case of conventional air-conditioning system. In terms of mathematical modelling, Chen et al. [6] presented an analytical model that considers condensation from product airflow. Studies were carried out for hot and humid climate conditions of South-East Asia. The annual simulations data were compared with field measurement at good agreement. Different computational model, considering condensation from product airflow, was developed by Cui et al. [7] . Based on the simulation for hot and humid climate conditions, it was found that the IEC exchanger, as a part of the air-conditioning system, was able to cover 47% of cooling load.
As presented above, the IEC technologies are gaining more interest, due to their high energy and cost savings potential under different climate conditions. An important aspect that should be addressed and analyzed is the possible application of IEC cooler for heat recovery in moderate climates. Nowadays, the most popular heat recovery technique in moderate climates is recuperation, in which the cooling process is limited by the exhaust airflow dry-bulb temperature. In compare, the IEC process is limited by the exhaust airflow wet-bulb temperature, which increases its energy performance. In this paper, the AC systems consisted of the heat recovery unit followed by a conventional vapour-compression device is proposed (Fig. 1) . In this configuration, the outdoor air passes through product channels and then conventional vapour-compression cooler to be delivered to the conditioned space. Exhaust air from the conditioned space passes through the working channels and it is discharged outside the system. Different issues of IEC operating as a heat recovery device are addressed in this research. Firstly, the possibility of water condensation in the product channel due to the low temperature of the working airflow and its influence on the IEC exchanger performance. Secondly, the critical aspects of the unit operating under different inlet airflow parameters are studied. Additional comparison is made in order to evaluate the energy and water savings in the AC systems with the IEC exchanger and conventional counter-flow recuperation unit. 
Methods
The heat and mass transfer processes in the counter-flow IEC exchanger are described with ε-NTU model. Model accuracy is verified with an experimentally validated model by Cui et al. [7] .
Mathematical model
Heat and mass balance was calculated under steady-state operation with ordinary differential equations. The developed equations describing the heat and mass transfer in the counter-flow IEC exchanger is nonlinear and cannot be solved analytically, therefore the numerical methods were implemented. Numerical simulations were performed with modified Runge-Kutta method, that proved to be at sufficient accuracy with similar problems [8, 9] . The condensation process is taken into consideration when product channel plate surface temperature is lower than the product airflow dew-point temperature. The heat conservation balance for the product airflow is described with Eq. (1) for non-condensation state, and with Eq. (2) for the condensation sate.
where: t -temperature, °C; NTU -number of transfer units, -; X -coordinate along product airflow direction, m. Subscripts: ' -condition at the air/plate interface; 1 -related to product channel; p -plate surface.
The mass conservation balance under condensation state for the product airflow is described with Eq. (3).
where: x -humidity ratio of moist air, kg/kg;  -surface wettability factor, -; LeLewis factor. For the working channel, the heat conservation balance is described with Eq.(4). The mass conservation balance for the water vapour inside the working channel is described by Eq. (5).
where: cg -specific heat capacity of water vapor, J/(kgK); cp -specific heat capacity of moist air, J/(kgK). Subscripts: 2 -related to working channel.
Additional energy balance equations are introduced for non-condensation (Eq. (6)) and condensation state (Eq. (7)). 
where: W -heat capacity rate of the fluid, W/K; r 0 -specific heat of water evaporation at the temperature 0C, kJ/kg; cw -specific heat capacity of water, J/(kgK).
Differential equations presented above are supplemented with initial conditions of the product and working airflow at the intake to the corresponding channels (Eq. (8)) and with the set of boundary conditions describing the plate surface in the product channel, considering the water vapour condensation from product airflow (Eq. (9)).
Mathematical model validation
The mathematical model accuracy under condensation state is verified with experimentally validated model presented by Cui et al. [7] . It is found that the presented model shows average discrepancy equals to 2.4% in terms of outlet temperature and 3.2% for outlet humidity ratio. Detailed validation results are listed in Table 1 . Based on the model validation, it is concluded that presented model is able to predict counter-flow IEC exchanger performance with good approximation under condensation and noncondensation state. 
Results and discussion
In this section simulations results are presented and discussed. Proposed AC system is presented in Figure 1 . Simulations were carried out for selected values of the working and product airflow inlet parameters that can be observed in the moderate climates. Inlet airflow parameters used in numerical simulations and characteristic dimensions of the IEC exchanger are listed in Table 2 . Similar simulation are carried out for the conventional recuperation unit with temperature effectiveness εt=0.8. 
Comparison between IEC heat and mass exchanger and conventional recuperator
Under moderate climate conditions water vapour condensation from product airflow usually occurs only at some part of the product channel or it does not occur at all. Under non-condensation state, the product airflow is sensibly cooled without change in its moisture content. Under partial condensation state, the sensible cooling and additional dehumidification of the product airflow takes place. The condensation occurs when plate temperature is lower than the dew-point temperature of the product air, which is possible when units operates on the exhaust airflow with low temperature and humidity. The exemplary processes in the product (process 1i-1o) and working channel (process 2i-2o) in the IEC exchanger ( Fig. 2(a) ) and corresponding processes in the conventional recuperator with thermal effectiveness εt = 0.8 ( Fig. 2(b) ) are presented on the psychrometric charts. 
Performance comparison for different inlet product airflow parameters
Performance indicators achieved for different temperature and relative humidity of the product airflow are presented in Figure 3 . It can be concluded that Δt1 increases with increased product airflow temperature ( Fig. 3(a) ). It is due to the higher temperature difference between product airflow and the plate surface. With increased product airflow humidity, the Δt1 value is lowering while the Δx1 is increasing (Fig. 3(a) and (b) ). It is related with more intense condensation process when the product airflow humidity is higher. With water vapour condensation, the additional amount of latent heat is released, which causes increase in the plate temperature. This, in turn, leads to decreased sensible heat transfer rate. It can also be seen, that while no condensation occurs (like in case of t1i=28°C and RH1i=40% and 45%), the Δt1 remains the same. For conventional recuperator, Δt1 depends only on the product airflow temperature. Comparing with IEC exchanger, Δt1 is on average 3.1 (for t1i=28°C) to 1.8 (for t1i=34°C) times lower. While there is no condensation in the case of conventional recuperation, the Δx1 is equal to zero and therefore no additional energy savings on dehumidification can be obtained. The detailed analysis of potential energy savings achieved by applying an IEC unit instead of a conventional recuperator is given in a further section. 
Performance comparison for different inlet working airflow parameters
Performance indicators achieved for different temperature and relative humidity of the working airflow are presented in Figure 4 . In considered cases, the highest sensible (the highest Δt1) and latent cooling potential (the highest Δx1) has the working airflow with lowest temperature and lowest relative humidity (Fig. 4(a) and (b) ). For the same inlet working airflow temperature, working airflow with lower humidity has higher cooling potential. For example, at the same temperature of t2i=22°C, the Δt1 value is 2.5°C lower for RH2i=40% than for RH2i=60% (Fig. 4(a) ). For conventional recuperation, the Δt1 value is on average 2.0 (for t2i=22°C) and 3.5 (for t2i=26°C) times lower than for IEC exchanger. According to changes in Δx1 values, the lower is the temperature and relative humidity of the working airflow, the process of condensation in the product channel is more likely to occur. For some working airflow parameters, the process of condensation may not appear at all (Fig. 4(b) ). 
Comparison between the AC system with IEC heat and mass exchanger and conventional recuperator
In this section, the AC system with counter-flow IEC heat and mass exchanger used as a heat recovery unit is compared with standard AC system with counter-flow heat recuperation device with temperature effectiveness εt=0.8. The proposed AC system is presented in Figure 1 . To compare different heat recovery techniques, the constant supply airflow temperature is set at t1s=13°C and relative humidity at RH1s=100%. In order to make a comparison, the overall temperature drop, humidity ratio drop and cooling capacity required by the AC system is calculated for the inlet product and working airflow parameters presented in Table 3 . The cooling capacity for IEC exchanger is calculated with Eq. (10) and for recuperator with Eq.(11). The percentage of the air-conditioning system requirements that can be covered by the IEC exchanger and by the recuperation unit are listed in Table 3 .
In most considered cases, the IEC exchanger allows to cover a significant part of the airconditioning system requirements in compare with standard recuperation unit. It can be seen that on average 11% of required dehumidification process can be realized in the IEC exchanger, which is the additional advantage over the recuperation where condensation does not occur (Tab. 3). In terms of cooling capacity, the IEC exchanger covers on average 43% of the AC system cooling load while a standard recuperation unit is able to realize only 18% of required cooling. Another important notice is that water condensing on the plate of IEC exchanger summarized with water condensed in cooling coil can be reused and supplied to the working channel. This allows to save significant amount of water which normally would be supplied from the grid. It is found that on average 79% of water requirements can be restored from condensation. For certain parameters (i.e. t2i=26°C, RH2i=60% and t1i=32°C) it is possible to provide full water supply of the IEC exchanger with condensate, so that additional water supply from external network is not required. 
Summary and conclusions
In this paper, performance studies of the counter-flow IEC heat and mass exchanger applied as a heat recovery device are presented. Studies are carried out for selected values of the inlet working and product airflow parameters which can be observed in the moderate climate conditions. Numerical simulations were performed with validated analytical ε-NTU model. It was concluded that the IEC exchanger, employed as a heat recovery device, allows to obtain higher performance indicators than conventional heat recuperation unit.
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